
MITSUBISHI 9900B
500kVA UPS DIRECT CABLE CONFIGURATION

CUSTOMER - 

PROJECT NUMBER - 

PROJECT LOCATION - 

TITLESHEET NO.

01  COVER SHEET

02

 500kVA UPS DETAIL 03

 UPS & SIDECAR DIRECT CABLE CONFIGURATION

04  UPS ONE-LINE DIAGRAM

05  UPS ELECTRICAL SCHEMATIC

06  UPS CONTACT DIAGRAM

07

08

09

10

11

12

13

14

15

TABLE OF CONTENTS

























 

5

9900B 500kVA UPS

UD-100114

UD-100114



FRONT VIEWLEFT SIDE

TOP VIEW

BOTTOM VIEW

FRONTREAR

A

DETAIL A
16.3" SIDECAR ANCHORING (TYP 4)

























 

9900B 500kVA UPS

UD-100114

UD-100114

5



AC OUTPUT

DC INPUT

BYPASS INPUT

AC INPUT

A
C
 
O
U
T
P
U
T

D
C
 
I
N
P
U
T

B
Y
P
A
S
S
 
I
N
P
U
T

A
C
 
I
N
P
U
T

AIR INLET

AIR EXHAUST

RIGHT SIDE

FRONT VIEW

LEFT SIDE
SIDECAR REMOVED FOR CLARITY

TOP VIEW

























 

9900B 500kVA UPS

UD-100114

UD-100114

5



























 

9900B 500kVA UPS

UD-100114

UD-100114

5



























 

9900B 500kVA UPS

UD-100114

UD-100114

5



























 

9900B 500kVA UPS

UD-100114

UD-100114

5




